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VESDA Alarm

Send Two Shifters to
Investigate, Tell Them:
-Stay Together
-Remain in Radio Contact
with D0 Control Room
- Immediately Leave Area if
They See or Smell Smoke

YES

Collision Hall
VESDA Alarm?

NO

NO

YES

Designate Shifters to Check
Alarms or Problems that Might
Validate VESDA Alarm;
-RMI Alarms
-Parameter Page Alarms
-Other Equipment Alarms

See Automatic Actions for
Interlocks that will trip devices.

Go to Recovery Procedure

Assign a Person to Activate
D0 Emergency Call List

Follow Fire Alarm procedure if fire
alarm is sounding.

WARNING:

Automatic Actions

*FIRUS Alarms
*Zone in Alarm Displayed on
Fire Panel Graphics System

Interlocked High Level
VESDA Alarms:
*Platform VESDA Turns off
VLPC P.S.
*Cathedral VESDA Turns off
Silicon Detector P.S.
*Calorimeter VESDA Turns
off Calorimeter Preamps

Can Collision Hall
Be Accessed?

YES

NO

Use VESDA PC to See
Additional Information
(e.g., first zone in alarm)

Use Cameras to Check for
Smoke

Disable Power, AS NEEDED,
IF Alarm Appears to be Valid:
-L.V. Power Supplies
-H.V. , Magnet, Solenoid
-Trigger Rack Power
-Platform or MCH Shunt

Fire or Smoke?

Activate Fire Alarm Pull
Station

Proceed to Fire Alarm
Procedure

Request Fire Techs x3414 IF
Cause for Alarm Not Found

and Alarm Doesn't Reset

For Trigger Rack Alarms:
-Do Not Open More Than One
Rack Door at a Time.
-Rack Power May Need to be
Disabled, Airflow Makes
Investigation Difficult.

 


